
                                        

                          CITY OF PORT WASHINGTON 

                         WATER UTILITY OPERATIONS 

                       YEAR ENDED DECEMBER 31, 2020 

 
PUMPAGE 

          MONTH     2019 PUMPAGE      2020 PUMPAGE 

January 36,641,000 33,645,000 

February 35,462000 32,087,000 

March 35,542,000 33,938,000 

April 33,649,000 32,261,000 

May 37,343,000 35,987,000 

June 38,291,000 36,363,000 

July 40,294,000 40,122,000 

August 44,007,000 42,972,000 

September 41,650,000 36,863,000 

October 39,927,000 34,848,000 

November 34,844,000 32,489,000 

December 35,066,000 30,993,000 

   

        TOTALS 452,716,000 422,568,000 

  6.6% decrease 

WE Energies 102,054,000 (23% of total) 75,799,000 (18% of total) 

 

Average gallons pumped per day                                                 1,236,000 gallons 

 

Maximum gallons pumped per day was on May 24th                  1,702,000 gallons 

  

Minimum gallons pumped per day was on December 18th             770,000 gallons  

 

CHEMICAL USAGE 

       CHEMICAL 2019                2020 

Carbon    88 lbs.  155 lbs. 

Hydrofluosilic Acid             9,975 lbs.           10,044 lbs. 

Phosphate           14,668 lbs.           14,174 lbs. 

Chlorine             7,989 lbs.              8090 lbs. 

PAC           53,117 lbs.           47,488 lbs. 

 

 



WATER MAINS 

 

Water Mains Repaired 

• 2/23/20  6” break at 207 W Jefferson St 

• 3/19/20 8” break at Intersection of Walters St and Grant St 

• 4/28/20 8” break as 208 W Norport Dr 

• 7/13/20 6” break at intersection of W Beutel and Viola Cir 

• 10/22/20 6” break 100 W Monroe St 

• 11/19/20 4” break at intersection of First Ave and S Garfield Ave 

• 12/14/20 6” break at 1031 Nelson St 

• 12/18/20 6” break at 222 N Garfield Ave 

• 12/24/20 4” break at 535 Michigan St 

 

 

• 18 breaks 2019 

• 24 breaks 2018 

 

New Water Mains Installed 

• 1,262 L.F. 8” PVC The Reserve at High Bluff II 

 

Water Mains Abandoned as part of 2020 Street Improvement 

• 3,115 L.F. 6” Iron main 

• 1,332 L.F. 10” Iron main 

 

Water Mains Replaced / Installed as part of 2020 Street Improvement Project 

• 108 L.F.  6” PVC main installed 

• 2,923 L.F. 8” PVC main installed 

• 1,394 L.F. 10” PVC main installed 

 

Water Main Valves Abandoned as part of 2020 Street Improvement project 

• 8 6” valves 

• 6 8” valves 

• 4 10” valves 

 

 

 

 



New Water Main Valves Installed as part of 2020 Street Improvement project 

• 10 6” valves 

• 10 8” valves 

• 5 10” valves 

 

New Water Main Valves Installed The Reserve at High Bluff II 

• 4 6” valves 

• 4 8” valve 

 

Water Main Valves Replaced 

• 0  

 

Water Main Valves Repaired 

• 0  

 

 

HYDRANTS 

 

New Hydrants Installed  

• 4  6” hydrants The Reserve at High Bluff II 

• 3 6” hydrants 2020 Street Improvement project 

 

Hydrants Replaced  

 

• 7 6” hydrants installed as part of 2020 Street Improvement project 

• 1  6” hydrant replaced 123 N Park St 

 

Hydrants Retired 

• 0 6” hydrants 

 

 

 

WATER SERVICES 

 

New Water Services Installed  

• 4 4” water services The Reserve at High Bluff II 

 

 

 



 

Water Services Repaired 

•  1 ¾” water service 611 Pierre Ln 

•  1 1” water service 970 Sunset Rd 

•  1 ¾” water service 231 N Garfield Ave 

  

 

Water Services Replaced  

• 74  1” PE services installed as part of 2020 Street Improvement project 

 

 

Water Services Retired 

• 0  

 

Fire Protection Services Activated 

• 1  4” fire protection 2212 New Port Vista Dr 

• 1 4” fire protection service 1880-1890 New Port Vista Dr 

• 1  4” fire protection service 1877-1887 New Port Vista Dr 

• 1 4” fire protection service 1948-1958 New Port Vista Dr 

• 1 4” fire protection service 2047-2057 New Port Vista Dr 

• 1 4” fire protection service 2030-2040 New Port Vista Dr 

• 1 4” fire protection service 2060-2070 New Port Vista Dr 

• 1 4” fire protection service 1754-1764 Misty Ridge ln 

• 1 4” fire protection service 2201-2211 New Port Vista Dr 

• 1 4” fire protection service 2252-2262 New Port Vista Dr 

• 1 4” fire protection service 2300-2310 New Port Vista Dr 

• 1 6” fire protection service 900 S Spring St 

 

 

 

 

 

 

 

 

 

 

 

 

 



METERS       

 

New Meters Purchased 

• 0 5/8” Sensus IPERL radio read meters 

• 200  ¾”   Sensus IPERL radio read meters 

•   30 1”    Sensus IPERL radio read meters 

•     1 2” Badger E Series 

•     1    3´  Badger E Series 

 

 

 

New Meters Installed 

• 35  ¾” Residential meters 

•   4  ¾” Commercial meters  

•   9 1”   Commercial 

•   1 2” Commercial 

 

Existing Meters Replaced 

•  68 5/8” Residential meters 

•    8 5/8” Commercial meter 

• 102  ¾” Residential meters 

•   27 ¾” Commercial meters 

•   12 1” Commercial meters 

•     1 1” Residential meters 

•     1 1 ½” Commercial 

 

Meters Disconnected From Existing Services 

• 0  5/8” Residential meter 

• 1 ¾” Residential meter  

• 1  ¾” Commercial meter 

• 0 1” Commercial meter 

• 0 2” Governmental meter 

 

 

 

 

 

 

Meters Retired 



•  77  5/8” Residential meters 

•    6 5/8” Commercial meters 

• 102 ¾” Residential meters 

•   27  ¾” Commercial meters 

•     1   1”  Residential meter 

•   14 1”  Commercial meters 

 

 

 

Meters Tested 

•   48  5/8” meters 

• 155 ¾” meters 

•     6 1” meters 

•     6  1 ½” meters 

 

 

Meters Tested By L-R Meter Testing 

• 2 1 1/2” meters 

• 4 4” meters 

• 5 3” meters 

• 3 4” meter 

• 1 6” meter 

• 0  10” meter 

• 0  12” meter 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

                 


